Abstract: Since ancient times water has been accompanying technological change in the energy sector. Used as a source of hydraulic energy, it currently generates one-fifth of the global electricity production. However, according to collective imagination, hydroelectric plants are constructions of high environmental, acoustic, and visual impact, which may harm the preservation of the territory. This paper intends to address the topic of mini-hydropower that, in addition to providing the production of renewable energy, ensures a limited environmental impact even in delicate contexts with high landscape values, by elaborating a research methodology that makes these interventions compatible with them. The process of "global compatibility" checks developed to assess the feasibility of the intervention will be explained in the paper. We intend to describe here the research process undertaken to make the planning of this type of system sustainable, in contexts that need to be rehabilitated in relation both to the accessibility of citizens and to the environmental enhancement. The intervention planned will be characterized by the combined use of other renewable energy sources, in addition to water. The proposed methodology has been tested on a case study in the village of Roccacasale, in the province of L'Aquila.
Introduction
Currently, there are many advantages in building plants to exploit water as a renewable resource. The most important ones are: zero CO 2 emissions, high energy efficiency, and competitive installation costs [1] . From this perspective, the research has deepened the exploitation of water with the general objectives of promoting small-medium-scale initiatives for the construction of mini-hydropower plants in sites of environmental value [2] , while also watching with interest the combination with other renewable energy sources [3, 4] . The importance of the hydraulic energy is, in fact, acknowledged at the international level. Paish states that where a hydropower resource exists, experience has shown that there is no more cost-effective, reliable, and environmentally-sound means of providing power than a hydropower system [5] .
There are many studies confirming the economic advantages of installing hydropower plants, as will be highlighted in the following paragraphs, which aim to examine the ecological sustainability of such interventions on the environmental ecosystem, as well as to evaluate the impact on it [6] [7] [8] [9] . However, there is not a unique way of determining the level of compatibility of these plants in sites of high environmental value.
This study, after examining the state of the art and its criticalities, aims to elaborate an operational tool, called the "environmental compatibility matrix", which takes into account the main aspects needed to develop a sustainable project in contexts of high environmental value. This definition refers to all those contexts as bearers of value that the national laws want to protect and safeguard through Small hydro is the term by which the UNIDO (United Nations Industrial Development Organization) identifies hydroelectric power of less than 10 MW. In addition, "the small-scale hydropower" category includes further classifications: small hydropower producing up to 10,000 kW electricity, mini hydropower, producing less than 1000 kW, micro hydropower (P < 100 kW), and pico hydropower (P < 5 kW). However, the classification of small hydropower is a useful convention to identify different modes of implementation and operation [19] .
To date, 1503 Italian municipalities have at least one hydroelectric plant on their territory, and 1275 municipalities have a hydroelectric plant generating up to 3 MW [13] .
The small hydropower plants have been installed mainly in the municipalities located along the Alps and the Central Apennines, but there are also plants in Apulia, Sicily, and Sardinia. Overall, the small-scale hydropower plants are able to satisfy the electric energy needs of approximately two million households, avoiding the emission of 3.2 million tons of CO2 per year. For this technology, "there has been a significant growth in the installed capacity of the plants and in the number of municipalities involved" [13] .
The National Guidelines (Ministerial Decree of 10 September 2010), in fact, introduced a series of simplified procedures for the construction of small-scale hydropower plants which have encouraged their development. The Annex to Article 12 of Legislative Decree no. 387 of 2003, basic rule of the Guidelines, indicates 100 kW of electric power as the maximum limit above which the hydroelectric plants must be authorized through a single procedure. On the contrary, below 100 kW of electricity, a simplified authorization procedure (PAS) can be used [20] . In fact, such systems are considered electrical workshops, therefore, they must be registered with the Technical Department of Tax and Finance, (U.T.F.) for taxation. They can self-consume the energy produced, in whole or in part, but also sell the surplus electricity, taking advantage of the planned incentives. For their implementation, a preliminary hydrological study is necessary to assess the watercourse flow rate, feasibility study, and cost-benefit analysis.
On the contrary, bureaucracy to run micro hydropower plants is much more efficient: Law no. 133/99 has determined the absence of taxation for hydropower plants producing less than 20 kW, used for internal consumption and not for sale; they must not be registered to the Technical Department of Finance. The only requirement is that the project must be submitted to the Region, which has the faculty of requesting or not the environmental impact assessment procedures, according to Legislative Decrees n. 152 of 2006 and n. 4 of 2008 (The Italian legislation provides, in fact, the prior assessment of the environmental implications resulting from the construction and operation of any relevant work, through the Environmental Impact Assessment (EIA). In the case of Finally, the renewed interest is due to technical evolution, which has also allowed to considerably increase the performance levels of the small-scale hydropower plants, very useful in mountainous and internal areas, which cannot be easily served by the national electricity grid [18] .
Small hydro is the term by which the UNIDO (United Nations Industrial Development Organization) identifies hydroelectric power of less than 10 MW. In addition, "the small-scale hydropower" category includes further classifications: small hydropower producing up to 10,000 kW electricity, mini hydropower, producing less than 1000 kW, micro hydropower (P < 100 kW), and pico hydropower (P < 5 kW). However, the classification of small hydropower is a useful convention to identify different modes of implementation and operation [19] .
The small hydropower plants have been installed mainly in the municipalities located along the Alps and the Central Apennines, but there are also plants in Apulia, Sicily, and Sardinia. Overall, the small-scale hydropower plants are able to satisfy the electric energy needs of approximately two million households, avoiding the emission of 3.2 million tons of CO 2 per year. For this technology, "there has been a significant growth in the installed capacity of the plants and in the number of municipalities involved" [13] .
On the contrary, bureaucracy to run micro hydropower plants is much more efficient: Law no. 133/99 has determined the absence of taxation for hydropower plants producing less than 20 kW, used for internal consumption and not for sale; they must not be registered to the Technical Department of Finance. The only requirement is that the project must be submitted to the Region, which has the faculty of requesting or not the environmental impact assessment procedures, according to Legislative Decrees n. 152 of 2006 and n. 4 of 2008 (The Italian legislation provides, in fact, the prior assessment of the environmental implications resulting from the construction and operation of any relevant work, through the Environmental Impact Assessment (EIA). In the case of small-scale hydropower plants, the authority for the plant's environmental integration aspects belong to the regions.).
In general, several documents are necessary to start a small-scale hydropower plant, including:
(1) the environmental impact assessment (if the system exceeds 100 kW), comprising the analysis of the consequences of the hydropower plant on animals, vegetation, water quality, noise impact, hydrogeological setting, etc. The assessment must also include the calculation of the minimum instream flow [21] , a fundamental parameter for the planning of water resources and for the preservation of the hydrological and morphological balance of the basin; (2) the authorization of the Region or the Province to use the water; (3) the authorization to connect to the national grid; (4) the building permit from the Municipality involved; and (5) the authorization to use the land.
However, in Italy the rules to evaluate the projects are inefficient almost everywhere, both with regard to the protection of water and the biodiversity. For this reason there is the need to develop a technology that can protect drainage basins and water, excluding the areas that still maintain naturalistic features and reviewing the calculation of the minimum instream flow in order to use the most effective policies in a context of climate change.
The Basic Components of Hydropower Technology
All hydropower plants, including the "mini" and "micro" ones, may be classified according to the head (difference between head and tail water levels).
Beyond the specific differences between "mini" and "micro" hydropower plants, there are four basic system components that characterize small-scale hydropower plants: water turbine, generator, electric switchgear, and control system. The project may also include a heat sink for the households isolated from the national electricity grid, so that electricity that is not used is diverted to electric resistors that allow heating the water for sanitary and heating purposes.
Normally both the mini and micro hydropower plants have a low environmental impact, since they also allow to use of artificial or semi-artificial water systems, such as the water mains and irrigation canals. In any case, all the hydropower plants are required to respect the river minimum flow.
"Hydropower plants are often classified in three main categories according to operation and type of flow: run of river (ROR), reservoir based and pumped storage type projects are commonly used for different applications and situations" [22] .
Thus, the general plant scheme of a hydropower station may include one or more intake gates, which can be followed by a settling basin for the sedimentation of sand carried by the stream; a diversion channel, which can be wholly or partly in a tunnel; a forebay reservoir; one or more penstocks that convey the water to the turbines; a powerhouse for power generation, containing one or more turbine-generator sets; and a downstream outlet channel.
The intake gates collect the water and convey it in the settling basin from which the channels and/or penstocks branch out and bring the water to the turbines. The shaft of the turbine runner is connected to an electric generator, called an alternator.
Usually, the selection of the best turbine for any particular hydropower site depends upon the site characteristics, the dominant ones being the head and flow available. However, other considerations, such as whether the turbine will be expected to produce power under reduced flow conditions, also play an important role in the selection [5] . The power obtainable from hydropower plants, considering an equal flow rate and head, depends on the overall efficiency of energy conversion of the hydropower plant, which is the product of at least four partial efficiencies: the hydraulic efficiency, the volumetric efficiency of the turbine, the mechanical efficiency of the turbine-generator, the electrical efficiency of the generator, and the efficiency of the transformer [19] .
Materials and Methods
Considering the widespread use of the hydroelectric resources in the Italian context, the research intends to illustrate the methodology developed to exploit this resource, according to the principles of environmental respect and compatibility with the contexts of high environmental values. In Italy, particularly in the Abruzzo region, they are mapped in the regional "PAI" maps (Interim Basin Plan for the Hydrogeological Arrangement of the Main Basins of the Abruzzo Region and of the Interregional Basin of Sangro River-Gravitational Phenomena and Erosive Processes), on the "PRP" maps (Regional Parks Plan), on the "PSDA" maps (Interim Flood Protection and Contigency Plan), namely those maps that give information on the nature of the sites for conservation and protection purposes, both of the environment and of the fauna.
While complying with all relevant laws, the research has gone beyond the standards, as it has questioned how to implement small-sized plants with reduced environmental impact.
Indeed, the new technological and political-administrative opportunities allow producing energy off-grid [18] : the use of renewable energies, which, by their nature, are widespread and non-transportable, shows, in fact, the territorial coincidence between the availability of the source energy and its transformation and use. In fact, there are many hilly or mountainous regions of the world where the grid will probably never reach, but which have sufficient hydro resources to meet basic domestic and cottage industry needs of the local populations [5] .
The basis of the research is, therefore, the intention of implementing a series of micro-interventions on different levels [23] , in order to include more factors in the project so as to save money and maximize the exploitation of available resources. Thus, the goal of our work becomes to trigger a double process: on the one hand, the sharing of resources and, on the other hand, the rediscovery of the region's potential [24] . In this manner, the entire project may become compatible, and therefore feasible, even in historical contexts of value or inner regional areas, located far away from production centers.
The elaborated methodology has consisted of two main phases: a thorough knowledge phase, characterized by the implementation of analyses to study the context, and a meta-design phase, characterized by the implementation of a series of global compatibility checks that have led to the subsequent development of the feasibility study.
The first phase had the purpose of analyzing the area of interest and its features, in order to identify the best location for the planned hydropower plant in the involved context. The assessment study has been carried out both to estimate the electric power production of the hydropower plant, and the compliance to the existing constraints.
Once all the general variables are defined, another series of analyses have been implemented to verify if the planned plant was eligible according to the urban planning regulations.
Then, the research has identified the most appropriate solution, amongst the many possible ones, by examining a series of indicators: environmental, economic, technical, and aesthetic.
This process has allowed to develop a "global compatibility" level, evaluated with a score, which will be the synthesis of all preliminary analyses and evaluations carried out [25] . This compatibility is assessed through a series of indicators, of which the first is the preliminary one. In fact the indicator relating to environmental and regulatory compatibility has higher priority than the other ones: if it is not satisfied, the relating design solution cannot be implemented. We have verified, in fact, the presence of minimum instream flow, of minimum flow rate, of minimum head, and the absence of landscape constraints and environmental risks. (1) "technical compatibility": this refers to the implementation of the technological intervention, evaluating the capability of the designed plant not to interfere with the existing context but, on the contrary, to increase its performance. Such verification needs to assess the technical feasibility of the intervention, with a preference for the use of dry systems and compatible materials; (2) "aesthetic compatibility": this expresses the respect for the original spatial layout, and the preservation of the perceptual aspect. In this case the knowledge of the context, its phases of transformation and valuable elements is fundamental. When possible, it would be necessary to relocate the interventions with respect to the historic center or areas of high landscape value and ensure their reversibility. (3) "economic compatibility": it has been evaluated according to the presence or not of government incentives, the payback period of the investment and ease of management of the intervention over time. A positive valuation of the economic compatibility encourages the implementation of the design choice.
Thus, a matrix of compatibility, a synthesis of the proposed indicators ( Figure 2 ) has been developed, that is, a tool for assessing all the environmental, technical, and economic aspects in relation to the best location of the plant from the point of view of regulatory compliance, power plant productivity, economic return on investment, and lower environmental impact [25] . Each indicator is, therefore, characterized by a set of sub-parameters chosen following the analysis of the relevant legislation, current practice, and environmental assessment, which the designer must take into account in their assessment. This preliminary evaluation is obtained by assigning a numeric score to each of them, whose final sum will determine a high, medium, low, or null compatibility level.
In fact, the matrix elaborated is to be intended as a tool for the local administration to quickly assess the "feasibility" of the construction of this type of facility. Following the above-mentioned considerations, the matrix has been applied in a real case study in order to identify the various factors involved and to validate the proposed methodology.
Results

Case Study: Site Selection
Among the sites surveyed in the "Study to support the management of Water Resources for Hydropower Generation" of the Abruzzo Region [26], one has been chosen to test the proposed methodology that met the preliminary survey criteria: it is located in an isolated mountainous area and in a place of high landscape value. The site is made up of a stretch of the river Aterno, where the water course flows towards the city of Pescara (Figure 3) . The subsequent choice of the most suitable section of the river to build a mini hydropower plant has been determined by the preliminary compatibility studies and the availability of historical data. In fact, the matrix elaborated is to be intended as a tool for the local administration to quickly assess the "feasibility" of the construction of this type of facility. Following the above-mentioned considerations, the matrix has been applied in a real case study in order to identify the various factors involved and to validate the proposed methodology.
Results
Case Study: Site Selection
Among the sites surveyed in the "Study to support the management of Water Resources for Hydropower Generation" of the Abruzzo Region [26], one has been chosen to test the proposed methodology that met the preliminary survey criteria: it is located in an isolated mountainous area and in a place of high landscape value. The site is made up of a stretch of the river Aterno, where the water course flows towards the city of Pescara (Figure 3) . The subsequent choice of the most suitable section of the river to build a mini hydropower plant has been determined by the preliminary compatibility studies and the availability of historical data. In this section of the river adequate minimum flow and suitable head [27] have been detected. In fact, some river channels considered suitable have been analyzed and submitted to a comparison, showing that the tributary from Lake Scanno, the river Sagittarius, has a high flow rate and a duration of the average daily flow rates compatible for the installation of a mini hydropower plant. In fact, even the section in the area of Molina-Aterno showed compatible environmental conditions, but it was excluded because there is already a medium-large-sized hydropower plant.
In addition, there are two weirs in sequence on the course of the river Sagittarius in the area of Roccacasale (in the province of L'Aquila), with a geodetic head of 2.03 m. They allow, from the hydraulic and technological point of view, the possibility of exploiting the river course as a source to generate electricity. Another important aspect is that there are the historical records about the river flow rate as measured by the hydrometric station of Capocanale (in the province of L'Aquila) (Figure 4) . In this section of the river adequate minimum flow and suitable head [27] have been detected. In fact, some river channels considered suitable have been analyzed and submitted to a comparison, showing that the tributary from Lake Scanno, the river Sagittarius, has a high flow rate and a duration of the average daily flow rates compatible for the installation of a mini hydropower plant. In fact, even the section in the area of Molina-Aterno showed compatible environmental conditions, but it was excluded because there is already a medium-large-sized hydropower plant.
In addition, there are two weirs in sequence on the course of the river Sagittarius in the area of Roccacasale (in the province of L'Aquila), with a geodetic head of 2.03 m. They allow, from the hydraulic and technological point of view, the possibility of exploiting the river course as a source to generate electricity. Another important aspect is that there are the historical records about the river flow rate as measured by the hydrometric station of Capocanale (in the province of L'Aquila) (Figure 4) . The presence of the historical records, as defined by the Regional Law n. 19 of 16 July 2013 has also allowed avoiding the obligation of annual monitoring and helped to quantify the available data, by synthesizing them in the flow duration curve of the available and derivable flow rates. In this way we have obtained the "curve of utilization", which has been useful to establish the size of the hydropower plant.
In our case, the area of interest is inserted in an environmental context free of landscape constraints, but requiring special environmental attention ( Figure 5 ). This finding has been reached thanks to the compatibility check carried out with the following plans: hydro-geological risk map, hydro-geological structure plan; map of protected areas; map of natural parks; interim flood protection plan; map of degraded areas; and the regional landscape plan. Only in this latter document the area is defined as "A2", namely "a zone of partial preservation", but the technical standards of the above-mentioned plan in Art. n. 67 state that the construction of a small-sized hydropower plant in this area can be considered as a compatible land use. The presence of the historical records, as defined by the Regional Law n. 19 of 16 July 2013 has also allowed avoiding the obligation of annual monitoring and helped to quantify the available data, by synthesizing them in the flow duration curve of the available and derivable flow rates. In this way we have obtained the "curve of utilization", which has been useful to establish the size of the hydropower plant.
In our case, the area of interest is inserted in an environmental context free of landscape constraints, but requiring special environmental attention ( Figure 5 ). This finding has been reached thanks to the compatibility check carried out with the following plans: hydro-geological risk map, hydro-geological structure plan; map of protected areas; map of natural parks; interim flood protection plan; map of degraded areas; and the regional landscape plan. Only in this latter document the area is defined as "A2", namely "a zone of partial preservation", but the technical standards of the above-mentioned plan in Art. n. 67 state that the construction of a small-sized hydropower plant in this area can be considered as a compatible land use.
thanks to the compatibility check carried out with the following plans: hydro-geological risk map, hydro-geological structure plan; map of protected areas; map of natural parks; interim flood protection plan; map of degraded areas; and the regional landscape plan. Only in this latter document the area is defined as "A2", namely "a zone of partial preservation", but the technical standards of the above-mentioned plan in Art. n. 67 state that the construction of a small-sized hydropower plant in this area can be considered as a compatible land use. 
The Design Phase
The synthesis of the research and analyses carried out as described above has allowed the choice of the most suitable river section to validate the methodology that has helped to decide where to locate the mini hydropower plant and the methods to exploit other renewable sources, like solar energy.
The area involved in the project is located in a marginal zone of Roccacasale (in the province of L'Aquila), a small mountain town in the Peligna Valley, located in the center of the Abruzzo Apennines and perched on the slopes of Monte della Rocca. The village, constructed on rock, extends towards the underlying valley, enjoying a sunny location.
The project area is very close to the commercial and residential areas mapped in the General Urban Development Plan and is adjacent to State Road S.S. 17 and Regional Road Dir. 5. It is a green zone surrounded by agricultural fields and wooded areas, apart from the populated area.
Then, the data of average daily flow rates have been extrapolated from historical records, allowing an estimate of the hydrological component of minimum flow, which was equal to 1.39 m 3 /s. Taking into account this latter value, the available flow values, and the derivable ones, it has been possible to establish the "size" of the hydropower plant in terms of potential power generation. For our project the choice has fallen on a run-of-river system: water is picked up, sent to hydraulic units and returned immediately downstream of the intake structure.
Being a run-of-river hydropower plant, the head is variable, depending on the flow passing through it. According to the estimations made, the head will be 2.03 m during the average flow and the plant will operate with a power output of 70.15 kW, an annual average flow rate of 4.232 m 3 /s, with an expected average annual power output of 0.339 GWh (Table 1) . The reference to these values has allowed the determination of the most appropriate equipment to convert the mechanical energy of water into electrical energy. The choice has fallen on the hydrodynamic screw, also known as an "Archimedes' screw", because it is one of the few systems able to ensure high efficiency with low costs and high environmental friendliness.
Therefore the project has focused on the design and planning of a mini hydropower plant, characterized by the construction of a structure for flow diversion, the works for the installation of the augers, and a walkable green roof.
In addition, the project has included the overall rehabilitation of the neighboring area, through the implementation of complementary actions. The existing bike/pedestrian trail, in fact, has been diverted from the main track and a new service area has been included. This area will host two new wood-framed constructions, one serving as an information office and the other one as a bike-sharing station.
The charging points of the electric bikes have been placed under two photovoltaic shelters, complementary to the hydropower station in terms of power generation.
In fact, the systems for the active exploitation of solar radiation have been inserted in the project to allow the recharging of electric bikes even in summer, when the river is lean and there is a lower production of electricity from the hydropower plant. In this way the photovoltaic shelters operate at full capacity in the season where the power production of the hydropower plant is at a minimum.
To complete the project, further elements have been introduced to limit the environmental impact, like a rainwater harvesting system, inserted below the green covering, and permeable pavings both in the area of the hydropower plant and in the bike-sharing station.
Discussion
The verification of the methodology through the development of a case study has led to an analysis of the compatibility levels of the hypothesized facility, synthesized in the above-mentioned matrix. More specifically, after the verification of the environmental and regulatory compatibility, preparatory to the formulation of the project proposal, the study has moved to verify further levels of compatibility.
As for the aesthetic aspect, particular attention has been paid to the hydropower station, designed as to create the least possible visual impact. In fact, the visitor arriving in the area involved in the project will see only the three volumes with a wooden frame structure, totally removable, that host the rooms for the measurements and management of the hydropower station. Not far away, there are two small buildings containing the information office and bike-sharing station ( Figure 6 ). production of electricity from the hydropower plant. In this way the photovoltaic shelters operate at full capacity in the season where the power production of the hydropower plant is at a minimum.
As for the aesthetic aspect, particular attention has been paid to the hydropower station, designed as to create the least possible visual impact. In fact, the visitor arriving in the area involved in the project will see only the three volumes with a wooden frame structure, totally removable, that host the rooms for the measurements and management of the hydropower station. Not far away, there are two small buildings containing the information office and bike-sharing station ( Figure 6 ). In order to minimize the visual impact of the plant, a walkable green-roof top has been installed on the hydropower plant, serving as a "green platform" capable of accommodating cyclists, allowing them to enjoy the view of the river from another point of view (Figures 7 and 8) . This is made of laminated wood, associated to the concrete substructure, and is composed of three pairs of main beams. These are linked to secondary modular beams, strengthened by steel cords; the cantilevers are supported by struts anchored to the concrete walls. The upper surface finishing package is Figure 6 . Design view-Ground floor plan and section AA'. On the left, the mini-hydropower plant, in the center the rooms dedicated to the measurements and technical maintenance; on the right, the bike-sharing station and information office.
In order to minimize the visual impact of the plant, a walkable green-roof top has been installed on the hydropower plant, serving as a "green platform" capable of accommodating cyclists, allowing them to enjoy the view of the river from another point of view (Figures 7 and 8 ). This is made of laminated wood, associated to the concrete substructure, and is composed of three pairs of main beams. These are linked to secondary modular beams, strengthened by steel cords; the cantilevers are supported by struts anchored to the concrete walls. The upper surface finishing package is composed of two layers of multilayered boards between which the insulation has been inserted, the anti-root waterproofing membrane, the rainwater collection tanks, the geotextile and, finally, the extensive green-roof top.
Sustainability 2017, 9, 2211 11 of 15 composed of two layers of multilayered boards between which the insulation has been inserted, the anti-root waterproofing membrane, the rainwater collection tanks, the geotextile and, finally, the extensive green-roof top. As for the technical compatibility, the project proposes the use of dry technologies for the construction of all new building additions, because they are reversible solutions. Furthermore, except composed of two layers of multilayered boards between which the insulation has been inserted, the anti-root waterproofing membrane, the rainwater collection tanks, the geotextile and, finally, the extensive green-roof top. As for the technical compatibility, the project proposes the use of dry technologies for the construction of all new building additions, because they are reversible solutions. Furthermore, except As for the technical compatibility, the project proposes the use of dry technologies for the construction of all new building additions, because they are reversible solutions. Furthermore, except for the elements that make up the hydropower plant, eco-friendly materials have been used, such as wood. Energy-efficient structures have been built, such as the green-roof top of the plant and the photovoltaic shelters of the bike-sharing station. In particular, the platform-frame system has been used to build the new additions, characterized by reduced size on the floor plan (4 × 4 m and 4 × 6 m). This system has a multi-layer composition that ensures a good level of thermal comfort and the sheet-shaped coating ensures a good aesthetic result.
From an economic point of view [28] , considering also the operating costs of the hydropower plant, the payback period is good. The research suggests that small-scale renewable energy systems are cost-effective for both private entities and governments [29] . In fact, in general "With respect to the nature of small hydropower plants (lower than 5 MW), the costs are evaluated to be approximately US$500 per kW (including turbines, generators, governors, gates, control systems, power substation, electrical and mechanical auxiliary equipment, etc.) of power installation" [30] .
In Italy, however, the costs are much higher, as demonstrated by a study conducted by the Polytechnic University of Milan, which carried out a study on the costs of production of electricity from renewable sources, interviewing both independent electricity producers and electricity producer associations [31] . According to this study, this is due to the prevalence in Italy of plants with a low head that, for this reason, need to use very advanced machinery, as well as to the very long bureaucratic process required for the issue of water concessions. For a plant with installed power up to 100 kW the production costs extrapolated from the above-mentioned research are as follows (reference year 2012): Applying these costs to the plant planned in our project, whose expected average annual electricity production is 0.339 GWh and whose installed power is 70.15 kW, the total amount of investment is approximately equal to €740,250.
The European Community has been granting incentives to encourage the production, supply and grid-integration of electricity from RES since several years now. However, recently a number of EU members has substantially shrunk their support for renewables. Regarding Italy, there is a state-owned company, Gestore Servizi Energetici (GSE), which promotes sustainable development by granting incentives for electricity generation from renewables. The energy produced can be sold at an all-inclusive rate that is currently 210 €/MWh for a period of 20 years (Ministerial Decree of 23 June 2016).
Therefore, in the case of hydropower output of 70 kW, the earnings amount to €71,190 for every year. Thus, the payback period for the owner's equity is little more than 10 years. In detail: In addition to this advantage, there are two other factors that favor the investment on this type of systems. The first one relates to their estimated long service life of more than 50 years [5] . The second one is their high utilization factor, that is, a high number of equivalent annual full-load hours of operation of the plant.
Finally, we have proposed an energy audit of the urban lighting of the town of Roccacasale, thanks to the large amount of energy generated by the hydropower plant, which allows to benefit from an economic contribution of GSE, through the Net Energy Metering Program, and profitable payback periods.
Following the synthesis of all the choices made from the environmental and regulatory, technical, aesthetic, and economic points of view, the planned hydroelectric plant has obtained a global compatibility score of 25, or "high", according to the matrix values described in Figure 9 . If there was a need for different choices (administrative, planning, investment, etc.) for reduced technical availability, technical difficulties, different environmental contexts, etc., it is obvious that the level of global compatibility would have been different. In this manner, considering different design scenarios that correspond to different global compatibility assessments, the town and regional planning administrations have an immediate and valid tool to guide the choice towards the implementation of a type of a plant rather than another type. global compatibility score of 25, or "high", according to the matrix values described in Figure 9 . If there was a need for different choices (administrative, planning, investment, etc.) for reduced technical availability, technical difficulties, different environmental contexts, etc., it is obvious that the level of global compatibility would have been different. In this manner, considering different design scenarios that correspond to different global compatibility assessments, the town and regional planning administrations have an immediate and valid tool to guide the choice towards the implementation of a type of a plant rather than another type. 
Conclusions
The small-scale hydropower plants are an important source of electrical energy to date in Italy, and also in many other European countries [32, 33] .
The methodology illustrated strives to ensure, in a country like Italy, rich in environmental sites of value, the compatibility of the intervention aiming at introducing forms of exploitation of renewable energies, such as water, in the inner areas, characterized also by environmental, historical, and cultural values. Thus, in light of these observations, the designer will have a global compatibility tool to identify the various discriminating factors to take into consideration in their project. The evaluation approach chosen is partially linked to subjectivity, even though there is the belief that it is the only one possible when the design intervention concerns contexts of high value, characterized by several territorial peculiarities. However, this limit can be overcome through long-term practical use 
The methodology illustrated strives to ensure, in a country like Italy, rich in environmental sites of value, the compatibility of the intervention aiming at introducing forms of exploitation of renewable energies, such as water, in the inner areas, characterized also by environmental, historical, and cultural values. Thus, in light of these observations, the designer will have a global compatibility tool to identify the various discriminating factors to take into consideration in their project. The evaluation approach chosen is partially linked to subjectivity, even though there is the belief that it is the only one possible when the design intervention concerns contexts of high value, characterized by several territorial peculiarities. However, this limit can be overcome through long-term practical use and through confrontation with national and international cases.
The process, which concerns various aspects, must therefore be based on a multidisciplinary approach, involving several professionals with their different skills, so as to ensure a broad and specialized knowledge.
